~—— 48" MINIMUM —
SEE NOTE 1

LOCKING STORZ ADAPTER

BACK OF CURB

FACE OF CURB

PAVED ROAD

a s B
SR

VARIABLE

RESTRAINT JOINTS TYPICAL \

"'||.i£'|.||':.| e —
VALVE BOX
ETHAFOAM

A0 o 10

S THTHT | ]
O =
DRAIN GRAVEL 2" MIN TO
M3 6” MAX
Q g
CONCRETE
THRUST I
BLOCKING A==
AGAINST
UNDISTURBED
NATIVE SOIL
8" x 16" x 4”

CONCRETE BLOCK

DRAIN GRAVEL
WRAPPED WITH
FILTER FABRIC

6” DI

NOTE:

Bl

6” GATE VALVE (FLxRJ)
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1. WHERE FIRE HYDRANT IS SHOWN BEHIND SIDEWALK,
SET CENTER OF HYDRANT 2°—0" BEHIND WALK.
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